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Officer in charge Ayami Takdn

City Water supply

Purpose of Test :

To determine if sample meets with Government Standards

Consigner :

Tokyo Port Terminal Corporation,Harumi Wharf ship water supply institution

Sampling Location :

Harumi Wharf quay faucet16

Location : 5,Harumi,Chuo—ku,Tokyo
Date/Time : 2026/8/10 10:28
Method Notification of the Ministry of Health No.261 July 22.2003
Result Cleared Government Standards
Item Result of analysis Govt.Standards

Standard plate count

Not detected

100 in ImL or less

Coliform

Not detected

Not to be detected

Nitrate nitrogen and nitrite nitrogen

1.6

10mg/L or less

Nitrite nitrogen

less than 0.004

0.04mg/L or less

Chloride ion 19 200mg/L or less
o s/ L or s
pH value 7.6 Between 5.8 and 8.6
Taste normal Not abnormal
Odor normal Not abnormal
Color less than 0.5 5 degrees or less
Turbidity less than 0.2 2 degrees or less
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